
SMA SI6048 Dual AC Coupled.
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The Grid
Electrician is responsible
For sizing wires and OCP

The Supported Load
Panel (Grid tie inverter 
wires into this panel)

Electrician is responsible
For sizing wires and OCP

DC +  /  DC-

The Max Grid tie inverter
That can be connected is

13,000 watts
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